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PANEL EH PANEL LC (SECTION 1) PANEL LA (SECTION 1)
VOLTS: 277 [ 480 V MAIN BRKR! 100A VOLTS: 120 / 208 V MAIN BRKR: 400A VOLTS: 120 / 208 V MAIN BRKR: MLO
PHASE: 3 FEEDER: SEE SCHEDULE PHASE: 3 * =  BREAKER EQUIPPED WITH SHUNT TRIP FEEDER: SEE SCHEDULE PHASE: 3 ) FEEDER: SEE SCHEDULE
WIRE: 4w * = BREAKER EQUIPPED WITH LOCK-ON DEVICE CONDUIT: SEE SCHEDULE WIRE: 4 W ** = BREAKER EQUIPPED WITH LOCK-ON DEVICE CONDUIT: SEE SCHEDULE WIRE: 4 W * = BREAKER EQUIPPED WITH LOCK-ON DEVICE CONDUIT: SEE SCHEDULE
BUSSING: 100A MOUNTED: SURFACE BUSSING: 400A SEE 5/E7.2 MOUNTED: SURFACE BUSSING: 225A SEE 5/E7.2 MOUNTED: SURFACE
POLES: 42p AIC RATING: 65,000 POLES: 42p AIC RATING: 42,000 POLES: 42p AIC RATING: 42,000
LOAD DESCRIPTION TYPE A B C BRKR. | CKT. CKT. | BRKR. A B c TYPE LOAD DESCRIPTION LOAD DESCRIPTION TYPE A B | C | BRKR. | CKT. CKT. | BRKR. A B c TYPE LOAD DESCRIPTION LOAD DESCRIPTION TYPE A B | C BRKR. | CKT. CKT. | BRKR. A B | ¢ TYPE LOAD DESCRIPTION O’MAHONY & MYER
LTG - PARKING 'T1', SIGN ‘T6' L 1.65 20/1 1 2 20/1 | 3.32 L |LTG - CORRIDORS 122, 124, 126, 134 FIRE PROTECTION #1 M 0.60 20717 1 2 20/1 0.60 R | WORK TABLE #22 RM 111, 113 R 1.08 20/1 1 2 20/1 1.08 R |RM 108, 110, 118, 122 BLECTRICAL and LIOHTING DESIGN
LTG - PARKING 'T2' L 2.09 20/1 3 4 20/1 1.38 L |LTG-RM 116-117, 128-129 EXHAUST HOOD #12 M 0.96 20/1* 3 4 20/1 1.20 M | MIXER #25 RM 111, 113 R 1.08 20/1 3 4 20/1 1.08 R |RM 104, 110, 117-18, 122
LTG - PARKING T1' L 0.66 | 20/1 | & 6 | 20/1 0.7 L |LTG-RM 125 SHUNT TRIP 5 6 | 20/1 1.20 M | MIXER #25 RM 113-114 R 1.08 | 20/1 5 6 | 20/1 1.08 R |RM 108-09, 116, 118, 122 - 4340 REDWOOD HWY, SUITE 245
LTG - PARKING T2' L 1.54 20/1 7 8 20/1 | 3.09 L |LTG - RM 101-102, 123, 134 OVEN #9 M 2.16 30/1* 7 8 20/1 | 0.84 M  |FOOD PROCESSOR #30 RM 100-101, 123 R 1.08 20/1 7 8 20/1 1.20 R |DISPOSAL, RM 108 SAN RAFAEL, CALIFORNIA 94903
LTG - WALKWAY 'T3' L 0.66 20/1 9 10 | 20/1 3.09 L |LTG - RM 110-111, 113-115, 157 SHUNT TRIP 9 10 20/1 0.84 M  |SLICER #32 RM 100-101, 107 R 1.08 20/1 9 10 20/1 1.00 R | KITCHEN APP, RM 108 15 492-0420/FAX (415) 4799662
LTG - WALKWAY 'T¢' L 1.32 20/1 11 12 | 20/1 3.13 L |LTG - RM 104, 108-109, 118, 120-121 RANGE / OVEN #8 M 0.10 20/1* 11 12 30/1 2.04 M | TEA BREWER SECUIRTY/CLOCKS R 0.50 20/1 11 12 20/1 1.00 R | REFIGERATOR, RM 108
LTG - BOLLARDS, GROUND 'T5' L 0.88 20/1 13 14 | 20/1 | 3.02 L |LTG-RM 127 SHUNT TRIP 13 14 20/2 1.18 M |ICE MACHINE #27 COFFEE MACHINE, RM 101 ‘R 1.50 ' 20/1 13 14 20/1 1.00 R |KITCHEN APP, RM 108
LTG - EXTERIOR 'T8', MECH YARD L 1.64 20/1 15 16 | 20/1 2.91 L |LTG - RM 101-102 RANGE / OVEN #7 M 0.10 20/1* 15 16 1.18 M |ICE MACHINE #27 COFFEE MACHINE, RM 101 R 1.50 20/1 15 16 20/1 1.50 R | COFFEE MACHINE, RM 108
LTG - EXTERIOR 'T7* L 0.73 20/1 17 18 | 20/1 1.27 L |LTG - RM 106-107 SHUNT TRIP 17 18 20/1 0.60 M | COUNTER #47 MICROWAVE, RM 101 R 1.20 20/1 17 18 | 20/1 1.20 R | MICROWAVE, RM 108
LTG - RM 130-133 L 3.15 20/1 19 20 | 20/1 | 2.59 L |LTG - RM 150-151 SKILLET #6 M 2.47 19 20 40/2 | 3.02 M |COFFEE BREWER #48 COFFEE MACHINE, RM 120 R 1.50 20/1 19 20 20/1 1.08 R [RM 113
LTG - RM 135-139, 141, 146, 148-149, 152, 155 L 3.35 20/1 21 22 | 2001 2.74 L |LTG - 150, 153 SKILLET #6 M 2.47 30/3* 21 22 ' 3.02 M |COFFEE BREWER #48 MICROWAVE, RM 120 R 1.20 20/1 21 22 20/1 1.08 R |RM113
LTG - RM 140, 144, 147, 150 L 3.07 20/1 23 24 | 20/1 0.50 L | LIGHTING CONTROL PANELS SKILLET #6 M 2.47 23 24 20/1 0.55 M |REFER #33 COPIER, RM 106 R 1.00 20/1 23 24 20/1 1.08 R |RM 103-106
SPARE 20/1 | 25 26 |20/1 *| 1.50 M | FIRE ALARM PANEL SHUNT TRIP 25 26 20/1 | 0.60 |. M |COUNTER #35 RM 124, 127-128, 150 R 1.08 20/1 25 26 20/1 0.20 M | MECHANICAL CONTROLS
SPARE 20/1 27 28 | 20/1 SPARE HOOD LIGHTS L 1.00 20/1* 27 28 20/1 0.90 M |HEATED DRAWERS #36 RM 126-127, 134, 150 R 1.08 20/1 27 28 20/1 1.00 M |[EXH FANS E1, E2, E3, E7
SPARE 20/1 29 30 | 2071 SPARE SHUNT TRIP 29 30 20/1 0.83 M | SOUP WELL #37 RM 127, 134, 152-153 R 1.08 20/1 29 30 20/1 1.00 R |MOTORIZED SHADES 113
SPARE 20/1 31 32 | 20/1 SPARE REGER #4 M 1.02 20/1 31 32 20/1 | 0.83 M |SOUP WELL #37 MOTORIZED SHADES 127 R 1.00 20/1 31 32 20/1 SPARE
SPARE 20/1 33 34 | 20/1 SPARE COOLER / FREEZER #13 M 2.04 30/1 33 34 20/1 0.36 R |RECEPT - KITCHEN SAC-1 (OUTDOOR) H 1.75 3072 33 3¢ |20/1 * 0.10 M | FIRE SPRINKLER BELL
SPARE 20/1 35 36 | 20/1 SPARE PREP TABLE #23 R 0.60 20/1 35 36 20/1 0.36 R |RECEPT - KITCHEN SAC-1 (OUTDOOR) H 1.75 35 36 50/2 3.50 M |KILN - 157
SPARE 20/1 37 38 | 20/1 SPARE RECEPT - KITCHEN R 0.36 20/1 37 38 20/1 | 0.36 R |RECEPT - KITCHEN SAC-1 (INDOOR) H 0.10 15/2 37 38 3.50 M |KILN - 157
SPARE 20/1 39 40 | 20/1 SPARE SPARE 20/1 39 40 20/1 SPARE SAC-1 (INDOOR) H 0.10 39 40 50/2 3.50 M | KILN - 157
SPARE 20/1 41 42 | 20/1 SPARE SPARE pO/1 41 42 20/1 SPARE FIRE SMOKE DAMPERS M 0.20 | 20/1 * | 41 42 3.50 M |KILN - 157
7.22 | 7.74 | 5.78 13.52 | 10.12 | 5.69 _ 6.61 | 6.57 | 3.17 7.43 | 7.50 | 5.58 7.36 | 7.79 | 6.81 8.06 | 9.26 | 12.36
DEMAND LOAD CONN. | DEMAND DEMAND DEMAND LOAD CONN. | DEMAND DEMAND DEMAND LOAD CONN. | DEMAND DEMAND
SUMMARY KVA | FACTOR KVA SUMMARY KVA | FACTOR KVA SUMMARY KVA | FACTOR KVA
TYPE "M": NON-CONTINUOUS / MISC. LOADS 1.50 100% 1.50 PHASE A: 20.74 KVA TYPE "M": NON-CONTINUOUS / MISC. LOADS 33.22 100% 33.22 PHASE A: 14.04 KVA TYPE "M": NON-CONTINUOUS / MISC. LOADS 15.50 100% 15.50 PHASE A: 15.40 KVA
TYPE "L”: LIGHTING / CONTINUOUS LOADS 48.57 125% 60.71 PHASE B: 17.86 KVA TYPE "L": LIGHTING / CONTINUOUS LOADS 1.00 125% 1.25 PHASE B: 14.07 KVA TYPE "L": LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 17.05 KVA
TYPE "R"; RECEPTACLES (FIRST 10KVA) 0.00 100% 0.00 PHASE C: 11.47 KVA TYPE "R": RECEPTACLES (FIRST 10KVA) 2.64 100% 2.64 PHASE C: 8.75 KVA TYPE "R": RECEPTACLES (FIRST 10KVA) 10.00 100% 10.00 PHASE C: 19.17 KVA
TYPE "R"; RECEPTACLES (OVER 10KVA) 0.00 50% 0.00 TYPE “R": RECEPTACLES (OVER 10KVA) 0.00 50% 0.00 TYPE "R": RECEPTACLES (OVER 10KVA) 22.42 50% 11.21
TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 74.87 MAX AMPS / PHASE TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 117.25 MAX AMPS / PH TYPE "H": HVAC / MECHANICAL LOADS 3.70 100% 3.70 159.75 MAX AMPS / PH
TOTALS: | 50.07 62.21 TOTALS: | 36.86 37.11 TOTALS: | 51.62 40.41
PANEL TB PANEL LC (SECTION 2) PANEL LA (SECTION 2) - L S
VOLTS: 120 / 208 V MAIN BRKR: MLO VOLTS: 120 / 208 V MAIN BRKR: MLO VOLTS: 120 / 208 V MAIN BRKR: MLO >
PHASE: 3 - PROVIDE PANEL WITH TVSS FEEDER: SEE SCHEDULE PHASE: 3 (SECTION 2) FEEDER: SEE SCHEDULE PHASE:! 3 (SECTION 2) FEEDER: SEE SCHEDULE > Z <[ -
WIRE: 4w - 200% RATED NEUTRAL BUS CONDUIT: SEE SCHEDULE WIRE: 4w CONDUIT: SEE SCHEDULE WIRE: 4 W CONDUIT: SEE SCHEDULE g
BUSSING: 100A MOUNTED: SURFACE BUSSING: 400A SEE 5/E7.2 MOUNTED: SURFACE BUSSING: 225A SEE 5/E7.2 MOUNTED: SURFACE <[ Ll
POLES: 42P AIC RATING: 22,000 POLES: 42P AIC RATING: 42,000 POLES: 42p AIC RATING: 42,000 Z LIJ -
LOAD DESCRIPTION TYPE A B c BRKR. | CKT. CKT. | BRKR. A B c TYPE LOAD DESCRIPTION LOAD DESCRIPTION TYPE A B | ¢ BRKR. | CKT. CKT. | BRKR, A B c TYPE LOAD DESCRIPTION LOAD DESCRIPTION TYPE A B | C BRKR. | CKT. CKT. | BRKR. A B8 c TYPE LOAD DESCRIPTION — >
RM 130, 138 R 1.08 20/1 1 2 20/1 1.08 R |RM 148, 150, 151 DISPOSER #53 M 0.72 15/3 43 44 20/1 1.10 M |HEAT LAMP #39 LV LIGHTING CONTROL PANELS L 0.50 2071 43 44 20/1 | 0.18 R |RECEPT - EXTERIOR — O LLJ
RM 130, 135 R 1.08 20/1 3 4 20/1 1.08 R |RM 148, 150, 151 DISPOSER #53 M 0.72 45 46 20/1 0.60 M | CHEFS TABLE #43 LTG - UNDERCABINET, SOCIAL HALL L 0.62 20/1 45 46 20/1 0.18 R |RECEPT - EXTERIOR < - prd
RM 130, 134 R 1.08 20/1 5 6 20/1 1.08 R |RM 148, 150, 151 DISPOSER #53 M 0.72 47 48 30/1 2.03 M |HOT CABT #45 LTG - UNDERCABINET L 0.96 20/1 47 48 20/1 0.18 R |RECEPT - EXTERIOR O =
RM 150 R 0.72 20/1 7 8 20/1 SPARE DISH MACHINE #55 M 6.23 0/3 49 50 20/1 SPARE BOLLARD LIGHTING & UPLIGHTING L 0.88 20/1 49 50 20/1 | 0.18 R |RECEPT - EXTERIOR I—— m w <
RM 134, 150 R 0.72 20/1 9 10 | 20/1 SPARE DISH MACHINE #55 Mo 6.23 51 52 20/1 SPARE SPARE : 20/1 51 52 20/1 1.00 R |PROIECTION SCREEN 121 L —
RM 150 R 0.54 20/1 11 12 | 20/t 1.00 M |152 AVRACK DISH MACHINE #55 M 6.23 53 54 20/1 SPARE SPARE 20/1 53 54 20/1 SPARE Z O O Z
136 SOUND SYSTEM R 0.36 20/1 13 14 | 20/1 SPARE REFRIGERATION SYS #65 ] 2.53 30/3 55 56 20/1 SPARE SPARE 20/1 55 56 20/1 SPARE — O )
SPARE 20/1 15 16 20/1 SPARE REFRIGERATION SYS #65 M 2.53 57 58 20/1 SPARE SPARE 20/1 .| 57 58 20/1 SPARE ’ o O
SPARE 2071 17 18 | 20/1 1.00 M {131 AV RACK REFRIGERATION SYS #65 M 2.53 59 60 20/1 SPARE SPARE 20/1 59 60 20/1 SPARE 2 Z
SPARE 20/1 19 20 20/1 S PARE HOT FOOD WELL #38 ] 1.35 p0/2 61 62 SPACE SPARE 20/1 61 62 20/1 SPARE o
SPARE 20/1 21 22 | 2071 SPARE HOT FOOD WELL #38 M 1.35 63 64 SPACE SPARE 20/1 63 64 20/1 SPARE I I I
SPARE 20/1 23 24 20/1 1.00 M | 153 AV RACK SPACE 65 66 SPACE SPARE 20/1 65 66 20/1 SPARE
SPARE 20/1 25 26 | 20/1 SPARE SPACE 67 68 SPACE SPARE 20/1 67 68 20/1 SPARE U)
SPARE 20/1 27 28 | 20/1 SPARE SPACE 69 70 SPACE SPARE 20/1 69 70 20/1 SPARE
SPARE 20/1 29 30 | 20/1 S PARE SPACE 71 72 SPACE SPARE : 20/1 71 72 20/1 SPARE
SPARE 20/1 31 32 20/1 SPARE SPACE 73 74 SPACE SPACE 73 74 SPACE
SPARE 20/1 33 34 20/1 SPARE SPACE 75 76 SPACE SPACE 75 76 SPACE
SPARE 20/1 35 36 | 20/1 S PARE SPACE 77 78 SPACE SPACE 77 78 SPACE
SPACE 37 38 SPACE SPACE 79 80 SPACE SPACE 79 80 SPACE
SPACE 39 40 SPACE SPACE 81 82 SPACE SPACE 81 82 SPACE
SPACE 41 42 SPACE SPACE 83 84 SPACE SPACE 83 84 SPACE
216 | 1.80 | 1.62 1.08 | 1.08 | 4.08 10.83 | 10.83 | 9.48 1.10 | 0.60 | 2.03 ] 1,38 | 0.62 | 0.96 0.36 | 1.18 | 0.18
DEMAND LOAD CONN. | DEMAND DEMAND DEMAND LOAD CONN. | DEMAND DEMAND DEMAND LOAD CONN. | DEMAND DEMAND
SUMMARY KVA | FACTOR KVA SUMMARY KVA FACTOR KVA SUMMARY KVA FACTOR KVA
TYPE "M": NON-CONTINUOUS / MISC. LOADS 3.00 100% 3.00 PHASE A: . 3.24 KVA TYPE "M": NON-CONTINUOUS / MISC. LOADS 34.87 100% 34.87 PHASE A: 11.93 KVA TYPE "M": NON-CONTINUOUS / MISC. LOADS 0.00 100% 0.00 PHASE A: 1.74 KVA
TYPE "L": LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 2.88 KVA TYPE "L": LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 11.43 KVA TYPE "L®: LIGHTING / CONTINUOUS LOADS 2.96 125% 3.70 PHASE B: 1.80 KVA
TYPE "R": RECEPTACLES (FIRST 10KVA) 8.82 100% 8.82 PHASE C: 5.70 KVA TYPE "R": RECEPTACLES (FIRST 10KVA) 0.00 100% | 0.00 PHASE C: 11.51 KVA TYPE "R": RECEPTACLES (FIRST 10KVA) 1 1.18 100% 1.18 PHASE C: 1.14 KVA
TYPE "R": RECEPTACLES (OVER 10KVA) 0.00 50% 0.00 TYPE "R"; RECEPTACLES (OVER 10KVA) 0.00 50% 0.00 TYPE "R": RECEPTACLES (OVER 10KVA) 0.00 S0% 0.00
TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 47.50 MAX AMPS / PH TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 99.42 MAX AMPS / PHASE TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% . 0.00 15.00 MAX AMPS / PHASE
TOTALS: | 11.82 11.82 TOTALS: | 34.87 34.87 TOTALS: | 4.14 4.88
PANEL TA (SECTION 1) PANEL LB (SECTION 1)
VOLTS: 120 / 208 V MAIN BRKR: MLO VOLTS: 120 / 208 V MAIN BRKR: MLO
PHASE! 3 - PROVIDE PANEL WITH TVSS FEEDER: SEE SCHEDULE PHASE: 3 FEEDER! SEE SCHEDULE DATE: APRIL 18, 2005
WIRE! 4w - 200% RATED NEUTRAL BUS CONDUIT: SEE SCHEDULE WIRE: aw * = BREAKER EQUIPPED WITH LOCK-ON DEVICE CONDUIT: SEE SCHEDULE
BUSSING: 225A SEE 5/E7.2 MOUNTED: SURFACE BUSSING: 225A SEE 5/E7.2 MOUNTED: SURFACE
POLES: 42p AIC RATING: 42,000 POLES: 42p AIC RATING: 42,000
LOAD DESCRIPTION TYPE A B | ¢ BRKR. | CKT. CKT. | BRKR. A B8 c TYPE LOAD DESCRIPTION LOAD DESCRIPTION TYPE A B | ¢C BRKR. | CKT. CKT. | BRKR. A B c TYPE LOAD DESCRIPTION REVISIONS:
RM 104, 111, 113 R 1.08 20/1 1 2 20/1 1.08 R |[RM 120 RM 130, 134-136, 138 R 1.08 20/1 1 2 20/1 SPACE
RM 104, 111, 113 R 1.08 20/1 3 4 20/1 1.08 R IRM 120 RM 131, 134-135, 140 R 1.08 20/1 3 4 20/1 SPACE
RM 104, 111, 113 R 1.08 20/1 5 6 20/1 1.08 R |[RM 120 RM 129, 132, 134-135, 146 R 1.08 20/1 5 6 20/1 SPACE
RM 115 R 1.08 20/1 7 8 20/1 1.08 R [RM 120 RM 147-148, 151, 155 R 1.08 20/1 7 8 20/1 SPACE
RM 115 R 1.08 20/1 9 10 20/1 1.08 R |{RM 120 RM 141, 145, 148, 150, 155 R 1.08 20/1 9 10 20/1 SPACE
RM 115 R 1.08 20/1 11 12 20/1 1.08 R [RM 120 RM 144, 148, 150, 155 R 1.08 20/1 11 12 20/1 SPACE
RM 115 R 1.08 20/1 13 14 20/1 1.08 R |RM 120 RM 155 R 0.36 20/1 13 14 20/1 SPACE
RM 115 R 1.08 20/1 15 16 20/1 1.08 R |RM 120 PROJECTION SCREEN 130 R 1.00 20/1 15 16 20/1 1.50 R | COFFEE MACHINE, RM 130
RM 115 R 1.08 20/1 17 18 20/1 1.08 R |RM 120 IRRIGATION CONTROLLER R 0.20 20/1 17 18 20/1 1.20 R |MICROWAVE, RM 130
RM 115 R 1.08 20/1 19 20 20/1 1.08 R |{RM 101, 103, 105 MOTORIZED SHADES 130 R 1.00 20/1 19 20 20/1 | 0.80 H |EXH FANS E4, ES, E6, E11
RM 115 R 1.08 2071 21 22 20/1 1.08 R |[RM 101, 103, 105 MOTORIZED SHADES 150 R 1.00 20/1 21 22 20/1 0.87 H |EXH FAN E10 1/3HP
RM 121 R 1.08 20/1 23 24 20/1 1.08 R |RM 101, 103, 105 PROJECTION SCREEN 150 R 1.00 20/1 23 24 20/1 SPARE
RM 121 R 1.08 20/1 25 26 20/1 1.08 R |RM 105-106 MOTORIZED SHADES 130 R 1.00 20/1 25 26 20/1 SPARE
RM 121 R 1.08 20/1 27 28 20/1 1.08 R |RM 105-106 MOTORIZED SHADES 130 R 1.00 20/1 27 28 20/1 0.20 H | GENERATOR FUEL LEAK PANEL
RM 121 R 1.08 20/1 29 30 20/1 1.08 R |RM 106 SPARE 20/1 29 30 20/1 1.20 H |BOILERB1 1/2HP
RM 121 R 1.08 20/1 31 32 20/1 1.08 R [RM 127 MOTORIZED SHADES 130 R 1.00 20/1 31 32 20/1 | 0.60 H |WATER HEATER WH-1
RM 121 R 1.08 20/1 33 34 20/1 1.08 R [RM 120, 127 GEN ERATOR JACKET HEATER M 1.56 20/1 33 34 20/1 0.60 H | WATER HEATER WH-2
RM 121 R 1.08 20/1 35 36 20/1 1.08 R |[RM 124, 127 GEN ERATOR JACKET HEATER M 1.50 20/1 35 36 20/1 3.10 H  |HEAT TAPE HT1
SPARE 20/1 37 38 20/1 SPARE MOTORIZED SHADES 130 M 1.00 20/1 37 38 20/1 | 3.10 H  |HEAT TAPE HT1
SPARE 20/1 39 40 20/1 SPARE GEN ERATOR BATTERY CHARGER M 1.00 20/1 39 40 20/1 3.10 H | HEAT TAPE HT2
SPARE 20/1 41 42 20/1 SPARE FIRE SMOKE DAMPERS M 0.20 | 20/1 * | 41 42 20/1 3.10 H | HEAT TAPE HT2 C O N S T R U C T I O N
6.48 | 6.48 | 6.48 6.48 | 6.48 | 6.48 | 6.52 | 7.72 | 5.06 450 | 6.27 | 8.60
DEMAND LOAD CONN. | DEMAND DEMAND DEMAND LOAD CONN. | DEMAND DEMAND SET
SUMMARY KVA | FACTOR KVA SUMMARY KVA | FACTOR KVA
TYPE “M": NON-CONTINUOUS / MISC. LOADS 0.00 100% 0.00 PHASE A: 12.96 KVA TYPE *M": NON-CONTINUOUS / MISC. LOADS 5.26 100% 5.26 PHASE A: 11.02 KVA
TYPE "L": LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 12.96 KVA TYPE "L": LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 13.99 KVA
TYPE “"R": RECEPTACLES (FIRST 10KVA) 10.00 100% 10.00 PHASE C: 12.96 KVA TYPE "R": RECEPTACLES (FIRST 10KVA) 10.00 100% 10.00 PHASE C: 13.66 KVA
TYPE "R": RECEPTACLES (OVER 10KVA) 28.88 50% 14.44 TYPE "R": RECEPTACLES (OVER 10KVA) 6.74 50% 3.37
TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 108.00 MAX AMPS / PH TYPE "H": HVAC / MECHANICAL LOADS 16.67 100% 16.67 116.58 MAX AMPS / PH
TOTALS: | 38.88 24.44 TOTALS: | 38.67 35.30
SHEET TITLE:
PANEL TA (SECTION 2) PANEL LB (SECTION 2) PANEL
VOLTS: 120 / 208 V MAIN BRKR: MLO VOLTS: 120 / 208 V MAIN BRKR! MLO S C H E D U L E S
PHASE: 3 - PROVIDE PANEL WITH TVSS FEEDER: SEE SCHEDULE PHASE: 3 (SECTION 2) FEEDER!: SEE SCHEDULE
WIRE: 4 W - 200% RATED NEUTRAL BUS CONDUIT: SEE SCHEDULE WIRE! 4w CONDUIT: SEE SCHEDULE
BUSSING: 225A SEE 5/E7.2 MOUNTED:! SURFACE BUSSING: 225A SEE 5/E7.2 MOUNTED: SURFACE
POLES: 42p AIC RATING: 42,000 POLES: 42P AIC RATING: 42,000
LOAD DESCRIPTION TYPE A B ] C BRKR. | CKT. CKT. | BRKR. A 8 C TYPE LOAD DESCRIPTION LOAD DESCRIPTION TYPE A B | C BRKR. | CKT. CKT. | BRKR. A B C TYPE LOAD DESCRIPTION
RM 121 ‘ R 1.08 20/1 43 44 20/1 1.00 M {107 MASTER CLOCK EXERCISE EQUIP, RM 138 R 1.00 20/1 43 44 20/1 SPARE
RM 121 R 1.08 20/1 45 46 20/1 1.00 M |107 CALL SYSTEM EXERCISE EQUIP, RM 138 R 1.00 20/1 45 46 20/1 SPARE
SPARE 20/1 47 48 20/1 1.00 M 103 PA PANEL EXERCISE EQUIP, RM 138 R 1.00 20/1 47 48 20/1 SPARE
SPARE 20/1 49 50 20/1 | 0.72 R |REC- GAMERM 127, MP 130 EXERCISE EQUIP, RM 138 R 1.00 20/1 49 50 20/1 SPARE
SPARE 20/1 51 52 20/1 SPARE EXERCISE EQUIP, RM 138 R 1.00 20/1 51 52 20/1 SPARE
SPARE 20/1 53 54 20/1 1.00 M |119 AV RACK EXERCISE EQUIP, RM 138 R 1.00 20/1 53 54 20/1 SPARE
SPARE 20/1 55 56 20/1 SPARE EXERCISE EQUIP, RM 138 R 1.00 20/1 55 56 20/1 SPARE
SPARE 20/1 57 58 20/1 SPARE SPACE 57 58 20/1 SPARE
SPARE 20/1 59 60 20/1 1.00 M 121 AV RACK SPACE 59 60 20/1 SPARE
, SPARE 20/1 61 62 20/1 SPARE SPACE 61 62 SPACE
SPARE 20/1 63 64 20/1 SPARE SPACE 63 64 SPACE
SPARE 20/1 65 66 20/1 SPARE SPACE 65 66 SPACE
SPACE 67 68 SPACE SPACE 67 68 SPACE
SPACE 69 70 SPACE SPACE 69 70 SPACE
SPACE 71 72 SPACE SPACE 71 72 SPACE
SPACE 73 74 SPACE SPACE 73 74 SPACE
SPACE 75 76 SPACE SPACE 75 76 SPACE
SPACE 77 78 SPACE SPACE 77 78 SPACE
SPACE 79 80 SPACE SPACE 7% 80 SPACE
SPACE 81 82 SPACE SPACE 81 82 SPACE
SPACE 83 84 SPACE SPACE 83 84 SPACE
1.08 | 1.08 | 0.00 1.72 | 1.00 | 3.00 3.00 | 2.00 | 2.00 0.00 | 0.00 | 0.00
DEMAND LOAD CONN. | DEMAND DEMAND DEMAND LOAD CONN. | DEMAND DEMAND
, SUMMARY KVA | FACTOR KVA SUMMARY KVA | FACTOR KVA
TYPE "M": NON-CONTINUOUS / MISC. LOADS 5.00 100% 5.00 PHASE A: 2.80 KVA TYPE "M": NON-CONTINUOUS / MISC. LOADS 0.00 100% 0.00 PHASE A: 3.00 KVA
TYPE "L": LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 2.08 KVA TYPE "L"; LIGHTING / CONTINUOUS LOADS 0.00 125% 0.00 PHASE B: 2.00 KVA DRAWN BY: v SHEET
TYPE "R": RECEPTACLES (FIRST 10KVA) 2.88 100% 2.88 PHASE C: 3.00 KVA TYPE "R": RECEPTACLES (FIRST 10KVA) 0.00 100% 0.00 PHASE C: 2.00 KVA
TYPE "R*: RECEPTACLES (OVER 10KVA) 0.00 50% 0.00 TYPE "R": RECEPTACLES (OVER 10KVA) 0.00 50% 0.00 ] E 6 1
TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 25.00 MAX AMPS / PHASE TYPE "H": HVAC / MECHANICAL LOADS 0.00 100% 0.00 25.00 MAX AMPS / PHASE CHECKED BY: PJC ¢
TOTALS: | 7.88 7.88 TOTALS: | 0.00 0.00
JOB NO: 203106

e



